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Lossy Electric Transmission Line Soft Fault Diagnosis: an
Inverse Scattering Approach
Huaibin Tang and Qinghua Zhang
Abstract—In this paper, the diagnosis of soft faults
in lossy electric transmission lines is studied through
the inverse scattering approach. The considered soft
faults are modeled as continuous spatial variations of
distributed characteristic parameters of transmission
lines. The diagnosis of such faults from reflection and
transmission coefficients measured at the ends of a
line can be formulated as an inverse problem. The
relationship between this inverse problem and the inverse
scattering theory has been studied by Jaulent in 1982
through transformations from the telegrapher’s equations
of transmission lines to Zakharov-Shabat equations. The
present paper clarifies and completes the computation
of the theoretic scattering data required by the inverse
scattering transform from the practically measured engi-
neering scattering data. The inverse scattering method is
then applied to numerically simulated lossy transmission
lines to confirm the feasibility of the studied approach to
soft fault diagnosis.
Index Terms—inverse scattering, lossy transmis-
sion line, soft fault diagnosis, telegrapher’s equations,
Zakharov-Shabat equations.
I. I NTRODUCTION
Today’s engineering systems are heavily equipped
with electric and electronic components, and conse-
quently, the reliability of electric connections becomes
a crucial issue. Among the efforts of developing reli-
able electric systems, a promising technology for trans-
mission line fault diagnosis is the reflectometry, which
consists in analyzing the reflection and the transmission
of electric waves observed at the ends of a transmission
line. For hard fault (open or short circuits) diagno-
sis, efficient reflectometry-based methods have been
reported, for instance, [1]–[3]. However, the diagnosis
of soft faults in transmission lines remains an open
problem. It is reported in [4] that the reflections caused
by weak impedance discontinuities at boundaries of
faulty segments are comparable to or smaller than the
effects of various noises and disturbances. Hence it is
difficult to detect and to locate such faults.
The purpose of the present paper is to study a
kind of soft faults corresponding tosmoothvariations
of characteristic parameters in lossy transmission lines.
The reflections caused by such faults may be even
weaker than those caused by impedance discontinu-
ities, but this problem is not addressed in this paper
(hence it is assumed that reflection and transmission
coefficients are sufficiently accurately measured, un-
der good experimental conditions). Instead, the main
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issue here is the fact that the considered smooth soft
faults cannot be simply located by the discontinuities
of their boundaries, because they do not have such
boundaries. The adopted approach treats the diagnosis
problem as an inverse problem: given the reflectometry
measurements made at the ends of a transmission line,
namely the reflection and transmission coefficients,
what are the distributed characteristic properties of
the transmission line? This problem is strongly related
to the inverse scattering transform (IST for short).
For introductory presentations of the IST, we refer
the readers to [5], [6]. Some early investigation on
the application of the IST to transmission lines was
reported in [7]. This topic then attracted the attention of
many researchers in 1970’s and 1980’s. For solving the
inverse problem of transmission lines, there exist two
approaches. One is in time domain, as studied in [8],
[9] with continuous and discrete transmission line mod-
els respectively. The other approach is in frequency
domain, with its theoretic basis founded more than a
quarter of a century ago by [10]. More recently, [11]
studied multiconductor uniform transmission lines, and
[12] investigated the application of the IST to finite
length lossless transmission lines. To our knowledge,
no practical application of the IST to general lossy
transmission line fault diagnosis has been reported. The
IST for transmission lines is usually studied under the
assumption oflosslesstransmission lines ( [12]), or by
neglecting either ohmic loss or dielectric loss ( [13],
[14]). As losses have significant impacts on most real
transmission lines, the lack of studies on the lossy case
has been probably a major obstacle to the application
of the IST to transmission lines.
In this paper, the application of the frequency do-
main IST to the generallossytransmission lines for soft
fault diagnosis is studied. It extends the results of [12]
to lossy transmission lines. This extension concerns
several aspects. The relationship between finite length
transmission lines and the IST defined on the infinite
interval, which was already studied for lossless lines
in [12], will be extended to lossy lines in this paper. In
[10], the computation of the theoretic scattering data
required by the IST from practically measure scattering
data involves two unknown constants, namely the wave
propagation time over the transmission line and an
integral of the line characteristic parameters. It will
be shown in this paper that the computation of the
theoretic scattering data can be simplified so that these
unknown constants are not required. The numerical
inverse scattering algorithm for lossless lines used in
[12] will also be extended to lossy lines in this paper.
2
In order to illustrate the efficiency of the proposed
method for transmission line soft fault diagnosis, re-
sults of numerical simulation are presented in this pa-
per. To simulate reflectometry measurements, reflection
and transmission coefficients are computed by solving
the telegrapher’s equations in the frequency domain.
The simulated reflection and transmission coefficients
are then fed to the inverse scattering algorithm which
computes the two potential functions of the Zakharov-
Shabat equations. Simulated spatial variations of the
characteristic parameters, representing soft faults of
the transmission line, can be revealed from the two
potential functions computed by the inverse scattering
algorithm.
This paper is organized as follows: In section 2,
we present the formulation of the inverse scattering
problem of lossy electric transmission lines. Section
3 presents our simulation results. Concluding remarks
are made at section 4.
II. T HE INVERSE SCATTERING PROBLEM FOR
LOSSY TRANSMISSION LINES
In this section, we first shortly recall the trans-
formations from telegrapher’s equations to Zakharov-
Shabat equations with two potential functions and
describe the formulation of the related IST. This result
initially derived by [10] is the theoretical basis for the
inverse scattering problem of transmission lines in fre-
quency domain. Considering its practical application,
we then clarify and complete the computation of the
theoretic scattering data required by the IST from the
practically measured engineering scattering data.
A. The telegrapher’s equations and the scattering data
of lossy transmission lines
Consider a lossy transmission line which is con-
nected to an alternating voltage source of frequency
k and to a load (see Fig. 1), the voltageU(k, z) and
the currentI(k, z) at any pointz are governed by the
frequency domain telegrapher’s equations [10]:
dU(k, z)
dz
− ikL(z)I(k, z) + R(z)I(k, z) = 0 (1a)
dI(k, z)
dz
− ikC(z)U(k, z) + G(z)U(k, z) = 0 (1b)
where i is the imaginary unit,R(z) ≥ 0, L(z) >
0, C(z) > 0, and G(z) ≥ 0 being respectively its
series resistance, distributed inductance, capacitance,
and shunt conductance (RLCG parameters for short)
along the longitudinal axisz.
As shown in Fig. 1, letz = 0 and z = zl be
the space coordinate values corresponding to the left
and right ends of the finite length lossy transmission
line. Denote withZS the source internal impedance
and with ZL the load impedance, then the measured
left reflection coefficient is
rle(k) =
Z(k, 0) − ZS
Z(k, 0) + ZS
=
U(k, 0) − ZSI(k, 0)
U(k, 0) + ZSI(k, 0)
(2)
where Z(k, 0) =
U(k, 0)
I(k, 0)
is the input impedance of


















For the measurement of the right reflection co-
efficient, another experiment is made by inverting the
source end and the load end, i.e., connecting the lossy
transmission line to the source at the right end and to
the load at the left end. For this experiment, we denote
with Z ′S andZ
′
L the source internal impedance and the
load impedance, and withU ′(k, z), I ′(k, z) the voltage
and current values forz ∈ [0, zl]. Then the measured
right reflection coefficient is
rre(k) =
Z ′(k, zl) + Z
′
S
Z ′(k, zl) − Z ′S
=




U ′(k, zl) − Z ′SI
′(k, zl)
(4)
where Z ′(k, zl) =
U ′(k, zl)
I ′(k, zl)
is the (right end) input
impedance of the transmission line.
In this paper, the source and load impedances are
assumed to have real values.
As the left reflection coefficientrle , transmis-
sion coefficientte, and right reflection coefficientrre
expressed in (2)-(4) correspond to the measurements
used in engineering practice, they will be referred
to asengineeringscattering data (to be distinguished
from the theoretic scattering data used in the inverse
scattering theory, which will be introduced later in this
paper). Their definitions are related to the S-parameters
of transmission lines ( [15], chapter13).
B. From Telegrapher’s equations to Zakharov-Shabat
equations






will be applied to replace the space coordinatez by the
wave propagation timex in the telegrapher’s equations.
By abuse of notation,R(x(z)) will be simply written
as R(x), and similarly forG(x), L(x), C(x), I(k, x),
andU(k, x). Let x1 =0 andx2 = l be thex−coordinate
values corresponding to the left and right ends, as
shown in Fig. 2. The value ofl is known as the wave
propagation time over the transmission line. Then the


















Z−10 (x)U(k, x) (5b)
3R ( z ) G ( z ) C ( z )Z S Z Lz = 0 z = z l
U ( k , z )I ( k , z ) L ( z )V S ( k ) U ( k , z )I ( k , z )
Fig. 1. The lossy transmission line is connected to an alternaing voltage source of frequencyk at the left end and to a load at the right
end (see Fig. 1). This circuit diagram is for measuring the left r flection coefficientrle (k) and transmission coefficientte(k).R ( x ) G ( x ) C ( x )Z S Z Lx = 0 x = l
U ( k , x )I ( k , x ) L ( x )V S ( k ) U ( k , x )I ( k , x )







In the lossless case, i.e.,R(x) = G(x) = 0, Z0(x) is
equal to the characteristic impedance of the line at the
point x.



























which are respectively known as ther flected wave
propagating in the negativex direction and the incident
wave propagating in the positivex direction. Then




+ ikν1(k, x) =




− ikν2(k, x) =
q−(x)ν1(k, x) − q3(x)ν2(k, x) (8b)





































1It is noted that, for a better agreement with the engineering
definition of scattering data which will be reminded later,ν1(k, x)
and the potential functionsq±(x) differ by a negative sign from the












To guarantee the continuous property of the po-
tential functions, we make the following assumption:
Assumption 1. For x ranging within the transmission
line, the functionsR(x) andG(x) are continuous, and
the functionsL(x) and C(x) are sufficiently regular
real functions such thatZ0(x) defined in(6) has a
continuous derivative.
These three-potential equations are further re-
duced by defining











which satisfy the following Zakharov-Shabat equations























= q̃−(x)ν̃1(k, x) (11b)
ZS+(k):






As a comparison, in the case ofl sslesstransmis-
sion lines, as studied in [12], these two different po-
tential functions are equal. The above Zakharov-Shabat
equations withtwo potential functions (11) have been
studied in the inverse scattering theory [6]. Based on
the related IST, it is possible to compute the potential
functions q̃±(x) from the scattering data (reflectome-
try measurements) in the case of lossy transmission
lines. Thus, through the relations between the potential
functions q̃±(x) and theRLCG parameters of the
transmission line formulated in (9) and (12), distributed
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properties of lossy electric transmission lines can be
retrieved.
C. The relation between the theoretic scattering data
and the engineering scattering data
Let rl(k), t(k), and rr(k) denote the left re-
flection coefficient, transmission coefficient, and right
reflection coefficient (referred to as scattering data)
for the Zakharov-Shabat equations with three potential
functions (8). As stated in [10], it is known that these






























wherefl(k, x) andfr(k, x) are the right and left Jost

























To relate the engineering scattering datarle , rre ,
and te to the theoretic scattering datarl, rr, and t,
the first difficulty is due to the fact that the former is
defined at the ends of a finite length transmission line,
whereas the latter is related to the limiting behaviors of
Jost solutions of (11) at infinity. To solve this problem,
the finite length transmission line will be extended
(with arbitrarily long extra line segments) in a way
such that the voltage and the current remain unchanged
in the original part of the transmission line. It will be
further shown that, for such an (infinitely) extended
line, the limiting values of the ratios expressed in
(13) can be simply assessed at ends of the segment
corresponding to the original line, namely atx = 0
andx = l.
Proposition 1. Consider a lossy transmission line
connected to a source with the internal impedanceZS
at its left end and to a load with the impedanceZL at
its right end, as illustrated in Fig. 2. As shown in Fig.
3, we extend the original circuit as follows:
• insert a uniform lossless transmission line (rep-
resented by dashed lines in Fig. 3) of lengtha
with R(x) = 0, G(x) = 0, and the characteristic
impedance (as defined in(6)) Z0(x) = ZS be-
tween the source and the left end of the original
circuit;
• insert a uniform lossless transmission line (rep-
resented by dashed lines in Fig. 3) of lengthb
with R(x) = 0, G(x) = 0, and the characteristic
impedanceZ0(x) = ZL between the right end of
the original circuit and the load;
• add a phase shift−ka to the source voltage.
Then for any positive values ofa and b, this extended
circuit is equivalent to the original one, in the sense
that they have the same values ofU(k, x) and I(k, x)
for any x ∈ [0, l].
The proof of this result is similar to the proof of
Proposition 1 in [12]. Thus the finite length line can
be treated as if it was infinitely extended.
Similarly, the same result holds when the source
end and the load end are inverted.
Proposition 2. The relationship between the engineer-
ing scattering data and theoretic scattering data to the
Zakharov-Shabat equations(8) are as follows:





For the compactness of this paper, we put the
proof of Proposition 2 in the Appendix at the end of
this paper.
The result presented in Proposition 2 indicates
that the theoretical scattering data of the Zakharov-
Shabat equations (8) are identical, up to phase shifts
which are related to the wave propagation time over
the transmission line, to the scattering data of the
transmission lines used in electrical engineering.
Remark 1. For the extended circuit shown in Fig.
3, to ensure the continuity of the potential functions
as formulated by(9) of the extended circuit forx ∈
(−a, l + b), R(x), G(x), and the derivative ofZ0(x)
should be smooth at the two connection pointsx = 0
and x = l, which need the following assumption.
Assumption 2. The RLCG parameters of the trans-




















and we chose that the source internal impedance
and the load locally matched to the characteristic
impedance of the ends of the line, i.e.,
ZS = lim
x→0+
Z0(x), ZL = lim
x→l−
Z0(x)
It is noted that Assumption 2 is not necessary
for Proposition 2, but it ensures potential function
regularities for all x ∈ (−∞,∞) required by the
IST. In practice, this assumption is not satisfied, since
the ohmic and dielectric losses do not tend to zero at
the ends of transmission lines. However, as shown in
our simulation results, the discontinuities caused by
5R ( x ) G ( x ) C ( x )Z S Z Lx = 0 x = l
U ( k , x )I ( k , x ) L ( x )V S ( k ) e ① i k a Z 0 ( x ) = Z S❸ a Z 0 ( x ) = Z L l + b
U ( k , x )I ( k , x )
Fig. 3. Extended circuit diagram of Fig. 2 with the method presented in Proposition 1, by inserting uniform lossless transmis ion lines
between the source, the load, and the corresponding ends of the riginal circuit and shifting the source phase by−ka.
typical losses are well tolerated by our numerical IST
algorithm.
D. The inverse scattering algorithm for ZS+(k)
For the extended circuit shown in Fig. 3, it can
be easily checked that the potential functionsq̃±(x)
for x ∈ (−a, 0) are equal to zeros. It then follows
that, whena → +∞, q̃±(x) = 0 for x < 0. The
values ofq̃±(x) for x ≥ 0 can be computed from the
scattering data through the inverse scattering algorithm,
as presented in the following.
To retrieve the potential functions̃q±(x) from the
scattering data only, it is assumed that the Zakharov-
Shabat equations (11) have no bound state (square
integrable solution forx ∈ R). The IST computation
requires the left reflection coefficientr̃l(k) of ZS
+(k),



















+ ikν̃−1 (k, x)
= q̃−(x)ν̃−2 (k, x) (17a)
dν̃−2 (k, x)
dx
− ikν̃−2 (k, x)
= q̃+(x)ν̃−1 (k, x) (17b)
ZS−(k) :
which are obtained by interchanging the two potential
functions of ZS+(k).
Remark that r̃l(k) is the left reflection coef-
ficient of the two-potential Zakharov-Shabat equa-
tions ZS+(k), which may be different from the
left reflection coefficientrl(k) of the three-potential
Zakharov-Shabat equations (8). Moreover, the auxil-
iary Zakharov-Shabat equations (17) do not physically
exist. Hence the reflection coefficient̃r−l (k) cannot
be directly measured. In [10], these two reflection
coefficients̃rl(k) andr̃
−
l (k) are linked to the scattering
data of the three-potential Zakharov-Shabat equations,
namely rl(k), rr(k), and t(k) through the following
equalities



















where “ ∗” represents the complex conjugate.
It then seems possible to computẽrl(k) and
r̃−l (k) from rl(k), t(k), and rr(k), which are in
turn related to the practically measured engineering
scattering datarle(k), te(k), andrre(k) through (16).
However, these computations require the knowledge




q3(y)dy, which are unknown val-
ues in practice. Fortunately, as shown in the following
proposition,r̃l(k) and r̃
−
l (k) are directly linked to the
engineering scattering data, without requiring the two
unknown constants.
Proposition 3. The theoretic scattering data for IST
computations, namely,̃rl(k) and r̃
−
l (k), can be calcu-
lated from the engineering scattering data as follows








Proof: (20a) can be proved directly by combing
(18a) with (16a).













































thus the result expressed in (20b) is obtained.
Proposition 3 indicates that the theoretic scatter-
ing datar̃l(k) and r̃
−
l (k) required for the IST compu-
tation, can be computed directly from the engineering
scattering data. This result completes the result of
[10], which required the knowledge of the integral
∫ +∞
−∞
q3(y)dy for connectingr̃l(k) and r̃
−
l (k) to the
scattering datarl(k), t(k), and rr(k) of the three-
potential Zakharov-Shabat equations, which would in
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turn require the wave propagation timel to be con-
nected to the engineering scattering data.
The IST consists of the following steps:















2) Solve the Gel’fand-Levitan-Marchenko (GLM)
integral equations for the unknown kernels
Ar1(x, y), Ar2(x, y), A
−
r1(x, y), and A
−
r2(x, y)




dsRl(y + s)Ar2(x, s) = 0








dsR−l (y + s)A
−
r2(x, s) = 0
Ar2(x, y) + R
−




dsR−l (y + s)A
−
r1(x, s) = 0
3) Compute the potential functions̃q±(x) from
q̃+(x) = 2A−r2(x, x), q̃
−(x) = 2Ar2(x, x)
For more details about the above IST, we refer
the readers to [6].2
For the single-potential Zakharov-Shabat equa-
tions, efficiency numerical methods can be found in
[16]–[18]. For two-potential Zakharov-Shabat equa-
tions, the numerical algorithm implementing this IST
used in our simulation studies is described in [19] and
can be seen as an extension of [16]. Both the algorithm
in [19] and the one of [14] can produce similar results
in our simulation studies, but the former is much faster.
III. S IMULATION STUDY
In this section, after presenting a numerical sim-
ulator to generate the scattering data of lossy trans-
mission lines, we present some simulation results to
confirm the validity of our numerical method.
2It is noted that our GLM integral equations are with finite integral
intervals, differing to the GLM equations in [6] with infinite integral
intervals. The transmission lines that we consider in this paper are
causal systems, thusRl(y) andR
−
l
(y) respectively the time domain
reflectograms at the left end and at the right end, are equal to zeros
for y < 0. In this case, the GLM equations in [6] are reduced to
finite integral intervals.
A. Numerical simulator for scattering data
For the transmission line shown in Fig. 2, if the
value of I(k, l) at the load end, sayIL, was known,
then U(k, l) = ZLIL, and the telegrapher’s equations
(5) could be integrated reversely fromx = l to x = 0.
It is clear thatU(k, x) andI(k, x) depend linearly on
IL. Then it can be readily seen that the left reflection
coefficientrle(k) computed through (2) is independent
of the actual value ofIL. Hence the arbitrary value
of IL = 1 can always be used for computingrle(k).
Similarly, the transmission coefficientte(k) and the
right reflection coefficientrre(k) can also be computed
with (3) and (4).
The above computations were made for a given
value of k. We can repeat these computations with
different values ofk to cover a sufficiently large
spectrum.
B. Simulation results
Consider a lossy transmission line of length1km
with L(z) = 0.9µH/m and C(z) = 0.1nF/m
(constant values). After being converted to thex-
coordinate,l = 9.4868µs, L(x) = 94.8683H/s, and
C(x) = 0.0105F/s. To simulate soft faults affecting
the lossy properties of the line, variations ofR(x)
andG(x) are introduced such that theR/L andG/C
ratios are as depicted in Fig. 4. The numeric simulator
as described in section III-A is first implemented to
generate the engineering reflection and transmission
coefficientsrle(k), rre(k), and te(k). The simulated
results are depicted in Fig. 5 and Fig. 6. We can find
that ask tends to infinity,|te(k)| tends to a constant
less than 1, which confirms the lossy properties of
the transmission line. Then the scattering datar̃l(k)
and r̃−l (k) are computed through (20). After that, the
numeric IST algorithm [19] is applied to compute the
two potential functions̃q± from r̃l(k) and r̃
−
l (k). As
shown in Fig. 7, the result of IST accords well with the
“true” potential functionsq̃± directly simulated from
(9) and (12).
The above simulation example has been made
under Assumption 2, i.e. the resistanceR and con-
ductanceG vanish at the two ends of the transmission
line. As it is not realistic to assume vanishingR and
G parameters, let us modify the simulation example so
that R/L and G/C are as depicted in Fig. 8 and the
parametersL andC remain the same as in the above
example. The simulated engineering scattering data are
shown in Fig. 9 and Fig. 10. As presented in Fig. 11,
though Assumption 2 does not hold, the result of IST
accords well with the “true” potential functions̃q±
directly simulated from (9) and (12) except for slight
oscillations close to the two ends. This simulation
result shows that our numerical method is tolerant of
weak violation of the continuity condition onR andG
parameters stated in Assumption 2.
7




























Fig. 4. SimulatedR/L and G/C when R and G vanish at the
ends of the transmission line.

































Fig. 5. Simulated engineering reflection coefficientsrle (k) and
rre (k) for R/L andG/C depicted in Fig. 4.























Fig. 6. Simulated engineering transmission coefficientte(k) for
R/L andG/C depicted in Fig. 4.















































Fig. 7. q̃∓ computed by IST, and compared with the direct
simulation forR/L and G/C depicted in Fig. 4. The two curves
may not be distinguishable if printed in black and white.




























Fig. 8. SimulatedR/L andG/C whenR andG tend to positive
constants at the ends of the transmission line.


































Fig. 9. Simulated engineering reflection coefficientsrle (k) and
rre (k) for R/L andG/C depicted in Fig. 8.
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Fig. 10. Simulated engineering transmission coefficientte(k) for
R/L andG/C depicted in Fig. 8.














































Fig. 11. q̃∓ computed by IST, and compared with the direct
simulation forR/L andG/C depicted in Fig. 8. The results accord
well except for slight oscillations close to the ends.
C. Remarks
From the simulation results, the values of the
engineering reflection coefficientsrre(k) and rle(k)
are close to0 after 5 MHz, thus we can use the
truncated scattering data.
As the potential functionsq̃±(x) are real,
r̃l(−k) = [r̃l(k)]
∗ and r̃−l (−k) = [r̃
−
l (k)]
∗. It is then
sufficient to simulate reflection coefficients̃rl(k) and
r̃l
−(k) for positive values ofk, though the integrals
(21) range from−∞ to +∞.
IV. CONCLUSION
In this paper, based on the theoretic basis for the
IST of the general lossy electric transmission lines
established in [10], which relates the telegrapher’s
equations to the Zakharov-Shabat equations with two
potential functions, we have studied the soft fault di-
agnosis of such lines by clarifying and completing the
computation of the theoretic scattering data required
by the IST from the practically measured engineering
scattering data. Also, our simulation results confirm
the feasibility of this approach. Since the potential
functionsq̃±(x) represent two functional relations be-
tween the three quotients of the parameters of the
transmission lineL/C,R/L, andG/C, these quotients
cannot be uniquely determined from the two potential
functions. However, the knowledge ofq̃±(x) can reveal
most faults causing distributed variations of RLCG
parameters. If it is assumed thatR = 0 (resp.G = 0),
then L/C and G/C (resp. L/C and R/C) can be
determined from these data. We refer interested readers
to [13], [14], [20].
The results of this paper extending previous
works on lossless transmission lines to the case of
general lossy lines constitute an important step towards




For arbitrary positive valuesa andb, the quanti-
tiesU(k, x), I(k, x), andZ0(x) of the extended circuit
are well-defined for allx ∈ (−a, l + b), where all
the transformations and equations (7)-(9) remain valid.
Thus the pairν1(k, x) andν2(k, x) is a solution to the
Zakharov-Shabat equations (8) forx ∈ (−a, l + b).
Hence the solution is also valid forx ∈ R when a
and b both tend to+∞. Similarly to the proof of
Proposition2 in [12], we can show that (16a) holds by
verifying that ν1(k, x) and ν2(k, x) as defined in (7)
and extended to the whole real axis constitute a Jost
solution of (8), up to a factor common toν1(k, x) and
ν2(k, x). The equality (16c) can be similarly proved.
Now let us prove (16b), which was not considered
in [12]. When b → +∞, for all x ∈ (l,+∞),
we haveR(x) = G(x) = 0 and the characteristic
impedanceZ0(x) = ZL is a constant. According to
(9), the potential functions equal to zeros. Hence, the
Zakharov-Shabat equations (8) become the following
two decoupled first order differential equations
dν1(k, x)
dx
+ ikν1(k, x) = 0
dν2(k, x)
dx
− ikν2(k, x) = 0
whose solutions are
ν1(k, x) = ν1(k, l)e
−ik(x−l) (23a)
ν2(k, x) = ν2(k, l)e
ik(x−l) (23b)
Similarly, for x ∈ (−∞, 0),
ν1(k, x) = ν1(k, 0)e
−ikx
ν2(k, x) = ν2(k, 0)e
ikx
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